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1. DETAILS OF CLASSIFIED PRODUCT

Nature and end use application:

The product Prihoda PMS is defined as a ,type of classified product®. Its
classification is valid for the following end use application:

Hanged textile air distribution system.
Description:
The product Pfihoda PMS is fully described in the test reports in support of the

classification listed in clause 2.

2. TEST REPORTS AND TEST RESULTS IN SUPPORT OF THIS
CLASSIFICATION

Test reports
Name of laboratory Name of sponsor Test report ref. no. Test method
CSla.s., PTL Pfihoda s.r.o. 13956 CSN EN ISO 11925-2
Test results
Results
Continuous
Test method Parameter Numbor parameter | Compliance
of test
mean parameters
. (m)
CSN EN ISO
11925-2 Fs <150 mm(1) 6 ) yes
exposition=15s ignition of the filter paper 6 -) no
surface flame attack

(-): not applicable
(1): untill 20 seconds from start of exposition
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